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There have been a number of incidents reported around the Province where cables, raceways and
boxes installed in exposed or concealed locations under or on corrugated metal sheet roof decking
have been damaged. Other jurisdictions also report similar findings.

Damages have occurred in both new and repair type of installations when screws used to secure
insulation to the decking penetrate cables, raceways and boxes.

CEC Rule 2-200 Requires that electrical equipment be installed and guarded so that adequate
provision is made for the safety of persons and property and for the protection of the electrical
equipment from mechanical or other injury to which it is liable to be exposed.

The requirements of Rule 2-200 can be met by installing and supporting cables, raceways and
boxes so their nearest outside surface is not less than 38 mm (1.5 in) from bottom of roof decking.

Bulletin no.: 2-1-10

Reviewed by:

Prepared by:

RMB

Date
Jan 21,2010

Approved by:

Pierre Daigle

e Dagrt

Updated
May 12,2020

Public Safety/ Sécurité publique
Technical Inspection Services/ Services d'inspection technique

Box/CP 6000 Fredericton, NB, E3B 5H1
Tel: (506) 453-2336 Fax: (506) 457-7394




